
































Enclosure D1 
Report No. H-A 1408-03/19 
2019-03-29 
Site 1 of 2 

Heating boiler, type PuroWIN firing with solid fuel chipped wood B1 
(sizes/models: data given by manufacturer) 
 

heating boiler fuel1 
 

nominal heat  
output range 2 

necessary 
flue gas 
draught 
(under 

pressure) 

average flue 
gas 

temperature 

boiler 
efficiency 

direct 

emissions values 

     CO NOX  CXHY dust 

size/ 
models 

 kW Pa °C % mg/m³ 
 

mg/m³ mg/m³ mg/m³ 

  
 

   related to O2 

     10% 13% 10% 13% 10% 13% 10% 13% 
 

 
 

PuroWIN 24 B1 
NL 24,0 6 111 93,5 2 2 93 68 1 1 1 1 

TL 7,2 3 65 93,4 22 16 71 52 1 1 1 1 

PuroWIN 30 B1 
NL 30,0 3 112 93,4 8 6 115 84 1 0 1 1 

TL 10,0 2 62 93,0 21 15 85 62 2 1 1 1 

PuroWIN 403 B1 
NL 40,0 3 111 93,8 6 5 111 81 1 0 1 1 

TL 12,0 3 65 93,6 18 13 81 60 2 1 1 1 

PuroWIN 453 B1 
NL 45,0 4 111 94,0 6 4 109 80 1 0 1 1 

TL 13,5 4 66 93,8 15 11 79 59 2 1 1 1 

PuroWIN 493 B1 
NL 49,0 4 111 94,2 5 4 108 79 1 0 1 1 

TL 14,7 4 67 94,0 13 10 78 57 1 1 2 2 

PuroWIN 60 B1 
NL 60,0 4 110 94,7 3 2 103 75 1 0 1 1 

TL 18,0 6 69 94,5 8 6 74 54 1 1 2 2 

PuroWIN 723 B1 
NL 72,0 6 118 94,3 18 13 112 81 1 0 4 3 

TL 21,6 7 71 94,5 12 9 84 59 1 1 9 7 

PuroWIN 833 B1 
NL 83,0 8 128 93,8 35 26 122 88 1 0 7 6 

TL 24,9 9 73 94,5 16 12 93 63 1 1 14 10 

PuroWIN 99 B1 
NL 99,0 13 143 93,1 63 46 138 100 1 1 13 10 

TL 29,7 12 75 94,5 26 18 101 74 0 0 20 14 

PuroWIN 100 B1 
NL 100,0 13 143 93,1 63 46 138 100 1 1 13 10 

TL 30,0 12 75 94,5 26 18 101 74 0 0 20 14 

PuroWIN 103 B1 
NL 103,0 13 143 93,1 63 46 138 100 1 1 13 10 

TL 30,0 12 75 94,5 26 18 101 74 0 0 20 14 

 

A plausibility check of the interpolated values was carried out on the basis of the measured 
values from the heating tests according to the test reports see clause 7.2 
  

                                                
1 A: Log wood B1: Chipped wood (water content 15 to 35 %) B2: Chipped wood (water content >35 %) C1: Compressed wood Pellets (6 mmØ)  D: Sawdust 
2 NL = nominal load / TL = part load 
3 not tested intermediate size, data given by manufacturer 



Enclosure D1 
Report No. H-A 1408-03/19 
2019-03-29 
Site 2 of 2 

Heating boiler, type PuroWIN firing with solid fuel compressed wood C1 
(sizes/models: data given by manufacturer) 
 

heating boiler fuel4 
 

nominal heat  
output range 5 

necessary 
flue gas 
draught 
(under 

pressure) 

average flue 
gas 

temperature 

boiler 
efficiency 

direct 

emissions values 

     CO NOX  CXHY dust 

size/ 
models 

 kW Pa °C % mg/m³ 
 

mg/m³ mg/m³ mg/m³ 

  
 

   related to O2 

     10% 13% 10% 13% 10% 13% 10% 13% 
 

PuroWIN 24 C1 
NL 24,0 5 109 94,9 11 8 112 82 1 1 1 1 

TL 7,2 4 63 94,8 29 21 110 80 3 2 1 1 

PuroWIN 30 C1 
NL 30,0 2 110 94,2 7 5 116 84 1 1 1 1 

TL 10,0 2 93 94,6 15 11 102 74 2 1 2 1 

PuroWIN 406 C1 
NL 40,0 3 110 94,3 6 4 121 88 1 1 2 1 

TL 12,0 3 88 94,4 15 11 100 72 2 1 4 3 

PuroWIN 456 C1 
NL 45,0 4 110 94,4 6 4 124 90 1 1 2 2 

TL 13,5 4 83 94,3 14 10 98 71 2 1 6 4 

PuroWIN 496 C1 
NL 49,0 4 110 94,5 5 4 126 92 1 1 2 2 

TL 14,7 4 80 94,2 14 10 96 70 1 1 7 5 

PuroWIN 60 C1 
NL 60,0 5 110 94,6 4 3 131 96 1 1 3 2 

TL 18,0 6 71 93,9 13 9 92 67 1 1 10 7 

PuroWIN 726 C1 
NL 72,0 7 117 94,5 6 5 129 94 1 1 4 3 

TL 21,6 7 72 93,9 13 9 90 66 1 1 11 8 

PuroWIN 836 C1 
NL 83,0 9 124 94,3 9 6 127 93 1 1 5 3 

TL 24,9 9 73 94,0 13 9 89 65 1 1 12 9 

PuroWIN 110 C1 
NL 110,0 14 140 94,0 14 10 122 89 0 0 7 5 

TL 33,0 12 76 94,1 13 9 85 62 0 0 15 11 

 

A plausibility check of the interpolated values was carried out on the basis of the measured 
values from the heating tests according to the test reports see clause 7.2 

 

                                                
4 A: Log wood B1: Chipped wood (water content 15 to 35 %) B2: Chipped wood (water content >35 %) C1: Compressed wood Pellets (6 mmØ)  D: Sawdust 
5 NL = nominal load / TL = part load 
6 not tested intermediate size, data given by manufacturer 


